
CONTRACT ADMINSTRATION BRANCH
ATTN: SHARON K. EVANS
P. O. BOX 59
LOUISVILLE KY 40201-0059

W22W9K-3042-3937

AMENDMENT OF SOLICITATION/MODIFICATION OF CONTRACT

Except as provided herein, all terms and conditions of the document referenced in Item 9A or 10A, as heretofore changed, remains unchanged and in full force and effect.

15A. NAME AND TITLE OF SIGNER (Type or print)

30-105-04EXCEPTION TO SF 30
APPROVED BY OIRM 11-84

STANDARD FORM 30 (Rev. 10-83)
Prescribed by GSA
FAR (48 CFR) 53.243

Solicitation DACA27-03-B-0004 fpr ISARC, OMS Unheated Storage, Ft. Story, VA is hereby amended as follows:

a.  Drawing C01 - Add new Sheet Note 13 in two places pertaining to keeping existing monitoring wells.  Drawing reissued.
b.  Drawing C07 - Add new Sheet Note 7 in two places pertaining to adjusting to grade the 2 existing monitoring wells.  Drawing reissued.
c.  Drawing C22 - Revise width of shoulders on Section A to 600 mm from 1200mm.  Revise note pertaining to full depth aggregate on
 shoulders.  Intention to provide full depth aggregate shoulders on all bituminous pavement that 
does not have the curb and gutter section.  Drawing reissued.

1. CONTRACT ID CODE PAGE OF  PAGES

J 1 8

16A. NAME AND TITLE OF CONTRACTING OFFICER (Type or print)

16C. DATE SIGNED

BY 25-Jun-2003

16B. UNITED STATES OF AMERICA15C. DATE SIGNED15B. CONTRACTOR/OFFEROR

(Signature of Contracting Officer)(Signature of person authorized to sign)

8. NAME AND ADDRESS OF CONTRACTOR  (No., Street, County, State and Zip Code) X DACA27-03-B-0004

X 9B. DATED (SEE ITEM 11)
30-Apr-2003

10B. DATED  (SEE ITEM 13)

9A. AMENDMENT OF SOLICITATION NO.

11. THIS ITEM ONLY APPLIES TO AMENDMENTS OF SOLICITATIONS

X The above numbered solicitation is amended as set forth in Item 14.  The hour and date specified for receipt of Offer  X is extended, is not extended.

Offer must acknowledge receipt of this amendment prior to the hour and date specified in the solicitation or as amended by one of the following methods: 
(a) By completing Items 8 and 15, and returning 1 copies of the amendment; (b) By acknowledging receipt of this amendment on each copy of the offer submitted;
or (c) By separate letter or telegram which includes a reference to the solicitation and amendment numbers.  FAILURE OF YOUR ACKNOWLEDGMENT TO BE 
RECEIVED AT THE PLACE DESIGNATED FOR THE RECEIPT OF OFFERS PRIOR TO THE HOUR AND DATE SPECIFIED MAY RESULT IN  
REJECTION OF YOUR OFFER.  If by virtue of this amendment you desire to change an offer already submitted, such change may be made by telegram or letter, 
provided each telegram or letter makes reference to the solicitation and this amendment, and is received prior to the opening hour and date specified.
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A. THIS CHANGE ORDER IS ISSUED PURSUANT TO:  (Specify authority) THE CHANGES SET FORTH IN ITEM 14 ARE MADE IN THE
 CONTRACT ORDER NO. IN ITEM 10A.

B. THE ABOVE NUMBERED CONTRACT/ORDER IS MODIFIED TO REFLECT THE ADMINISTRATIVE CHANGES (such as changes in paying 
office, appropriation date, etc.) SET FORTH IN ITEM 14, PURSUANT TO THE AUTHORITY OF FAR 43.103(B).
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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
         
SUMMARY OF CHANGES   
 
 
SECTION  SF 30 - BLOCK 14 CONTINUATION PAGE  
 
 
 
The following have been added by full text:  
        AMDT 0004 

d. Specification 16710 – Delete Paragraph 2.10 (Sole Source Equipment) in it’s entirety. 
e. Drawing EU1.6 – Modified Sheet Note 4. 
f. Drawing 1E7.3 – Indicate that the Telephone Switch is by others. 
g. Replace Bid Sheet with attached revised Bid Sheet. 
h. Replace wage decision VA020015 dated 3/14/03 with the attached VA030015 dated 6/13/03. 
i. New Bid opening  date is 8 July 2003 at  2:00 p.m. (Local time) 
j. All amendments shall be acknowledged as indicated in block 11. 
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Amendment 0004 

 
BID SCHEDULE 

 
 

ITEM NO SUPPLIES/SERVICES QUANTITY UNIT  AMOUNT 
0001  1 Lump Sum   
BASE TRAINING BUILDING  

NET AMOUNT  
 
 
ITEM NO SUPPLIES/SERVICES QUANTITY UNIT  AMOUNT 
0002  1 Lump Sum   
BASE OMS BUILDING  
   

NET AMOUNT  
 

 
ITEM NO SUPPLIES/SERVICES QUANTITY UNIT  AMOUNT 
0003  1 Lump Sum   
BASE SUPPORTING FACILITIES, POV PARKING, DEPMEDS, GRADING, 

DRAINAGE, AND ALL OTHER SITE WORK 
 

   
NET AMOUNT  

 
 

ITEM NO SUPPLIES/SERVICES QUANTITY UNIT  AMOUNT 
0004  1 Lump Sum   
BASE 5 YEAR MAINTENANCE  
   

NET AMOUNT  
 

ITEM NO SUPPLIES/SERVICES QUANTITY UNIT  AMOUNT 
0005  1 Lump Sum   
BASE OMAR – FUNDED EQUIPMENT  
   

NET AMOUNT  
 
 

 
 

ITEM NO SUPPLIES/SERVICES QUANTITY UNIT   
0006 DOIM 

TERMINATION FEE 
1 Lump Sum  $500.00 

BASE    
   
  
 
 NET AMT $500.00 

 
 
   TOTAL OF ALL BASE  ITEMS________________________ 
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ITEM NO SUPPLIES/SERVICES QUANTITY UNIT  AMOUNT 
0006 OPTION 1 1 Lump Sum   
OPTION LANDSCAPING   
   

NET AMOUNT  
 

               
 

ITEM NO SUPPLIES/SERVICES QUANTITY UNIT  AMOUNT 
0007 OPTION 2 1 Lump Sum   
OPTION UNHEATED STORAGE AND LOADING RAMP 

  
 

   
NET AMOUNT  

 
               

ITEM NO SUPPLIES/SERVICES QUANTITY UNIT  AMOUNT 
0008 OPTION 3 1 Lump Sum   
OPTION ELECTRICAL SERVICE TO THE DEPMEDS 

  
 

   
NET AMOUNT  

 
 

ITEM NO SUPPLIES/SERVICES QUANTITY UNIT  AMOUNT 
0009 OPTION 4 1 Lump Sum   
OPTION  EMERGENCY GENERATOR AND IT’S ASSOCIATED MAINTENANCE 

FOR A FIVE YEAR PERIOD 
 

   
  
 
 NET AMT  

 
 
 
  TOTAL OF ALL OPTIONS________________________________ 
 
 
   TOTAL BASE + OPTIONS____________________________ 
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GENERAL DECISION VA030015 06/13/03 VA15 
 General Decision Number VA030015 
 
 Superseded General Decision No. VA020015 
 
 State: Virginia 
 
 Construction Type: 
 BUILDING 
 
 County(ies): 
 CHESAPEAKE*        PORTSMOUTH*         VIRGINIA BEACH* 
 NORFOLK*           SUFFOLK* 
 
 *INDEPENDENT CITIES 
 
 BUILDING CONSTRUCTION PROJECTS (Does not include single family 
 homes and apartments up to and including 4 stories) 
 
 Modification Number     Publication Date 
             0             06/13/2003 
 
COUNTY(ies): 
CHESAPEAKE*        PORTSMOUTH*         VIRGINIA BEACH* 
NORFOLK*           SUFFOLK* 
 
 BRVA0001A  11/01/2002 
                                     Rates           Fringes 
BRICKLAYERS                           18.33           5.41 
---------------------------------------------------------------- 
 
 CARP0613G  05/01/2002 
                                     Rates           Fringes 
CARPENTERS (Including Drywall 
  Hanging,Acoustical Ceiling 
  and Formsetting)                    17.20           4.24+2% 
---------------------------------------------------------------- 
 
 ELEC0080D  03/01/2003 
                                     Rates           Fringes 
ELECTRICIANS                          19.75           3.40+11.25% 
                                            +a 
 
a. Workmen shall take off 2 hours with pay, at the discretion 
of the employer, on State and National Election days; Tuesday 
following the first Monday in November, provided they are 
qualified and vote. 
---------------------------------------------------------------- 
 
 ELEV0052A  12/13/2001 
                                     Rates           Fringes 
ELEVATOR MECHANICS                    22.94           7.455+a+b 
 
a. PAID HOLIDAYS: New Year's Day, Memorial Day, Independence 
        Day, Labor Day, Thanksgiving Day, the Friday 
        after Thanksgiving, and Christmas Day. 
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b. VACATIONS:  6% men under 5 (five) years based on regular 
     hourly rate and 8% men over 5 (five) years 
     based on regular hourly rate for all hours 
     worked. 
---------------------------------------------------------------- 
 
 ENGI0147Y  05/01/2002 
                                     Rates           Fringes 
POWER EQUIPMENT OPERATORS: 
  Fork Lifts                          15.50           6.43 
---------------------------------------------------------------- 
 
 IRON0079C  05/01/2003 
                                     Rates           Fringes 
IRONWORKERS: 
  Structural & Reinforcing            19.70           7.89 
---------------------------------------------------------------- 
 
 LABO0388A  05/01/2002 
                                     Rates           Fringes 
MASON TENDERS, BRICK                  11.95           1.90 
---------------------------------------------------------------- 
 
 PAIN0051R  06/16/2001 
                                     Rates           Fringes 
PAINTERS, BRUSH AND ROLLER 
(Including Drywall Finishing)         13.97           4.91 
---------------------------------------------------------------- 
 
 PLUM0110A  05/01/2002 
                                     Rates           Fringes 
PLUMBERS & PIPEFITTERS                20.25           8.49 
---------------------------------------------------------------- 
 
 SUVA1109A  11/15/2002 
                                     Rates           Fringes 
CEMENT MASONS/FINISHERS               13.79           0.61 
LABORERS: 
  Unskilled Laborers                   8.71 
  Fence Erectors                      12.93           2.25 
  Mason Tenders, Cement                8.50           0.24 
  Pipelayers                          10.91           0.79 
POWER EQUIPMENT OPERATORS: 
  Backhoes                            13.27 
  Bulldozers                          15.00           0.73 
  Cranes                              17.33 
  Graders                             10.00 
ROOFERS                               12.65           0.59 
SHEET METAL WORKERS                   14.00           0.97 
TRUCK DRIVERS, 2 AXLE                 12.00           1.25 
---------------------------------------------------------------- 
 
WELDERS - Receive rate prescribed for craft performing operation 
to which welding is incidental. 
================================================================ 
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Unlisted classifications needed for work not included within 
the scope of the classifications listed may be added after 
award only as provided in the labor standards contract clauses 
(29 CFR 5.5(a)(1)(ii)). 
---------------------------------------------------------------- 
In the listing above, the "SU" designation means that rates 
listed under that identifier do not reflect collectively 
bargained wage and fringe benefit rates.  Other designations 
indicate unions whose rates have been determined to be 
prevailing. 
 
      WAGE DETERMINATION APPEALS PROCESS 
 
1.) Has there been an initial decision in the matter?  This can 
 be: 
 
* an existing published wage determination 
* a survey underlying a wage determination 
* a Wage and Hour Division letter setting forth a 
  position on a wage determination matter 
* a conformance (additional classification and rate) 
  ruling 
 
On survey related matters, initial contact, including requests 
for summaries of surveys, should be with the Wage and Hour 
Regional Office for the area in which the survey was conducted 
because those Regional Offices have responsibility for the 
Davis-Bacon survey program.  If the response from this initial 
contact is not satisfactory, then the process described in 2.) 
and 3.) should be followed. 
 
With regard to any other matter not yet ripe for the formal 
process described here, initial contact should be with the Branch 
of Construction Wage Determinations.  Write to: 
 
     Branch of Construction Wage Determinations 
     Wage and Hour Division 
     U. S. Department of Labor 
     200 Constitution Avenue, N. W. 
     Washington, D. C.  20210 
 
2.) If the answer to the question in 1.) is yes, then an 
interested party (those affected by the action) can request 
review and reconsideration from the Wage and Hour Administrator 
(See 29 CFR Part 1.8 and 29 CFR Part 7). Write to: 
 
          Wage and Hour Administrator 
          U.S. Department of Labor 
          200 Constitution Avenue, N. W. 
          Washington, D. C.  20210 
 
The request should be accompanied by a full statement of the 
interested party's position and by any information (wage payment 
data, project description, area practice material, etc.) that the 
requestor considers relevant to the issue. 
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3.) If the decision of the Administrator is not favorable, an 
interested party may appeal directly to the Administrative Review 
Board (formerly the Wage Appeals Board). Write to: 
 
          Administrative Review Board 
          U. S. Department of Labor 
          200 Constitution Avenue, N. W. 
          Washington, D. C.  20210 
 
4.) All decisions by the Administrative Review Board are final. 
            END OF GENERAL DECISION 
 
 
  
 
(End of Summary of Changes)  
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SECTION 16710 
 

PREMISES DISTRIBUTION SYSTEM 
04/97 

 
AMENDMENT 4 

 
PART 1   GENERAL 
 
1.1   REFERENCES 
 
The publications listed below form a part of this specification to the 
extent referenced.  The publications are referred to in the text by basic 
designation only. 

 
ELECTRONIC INDUSTRIES ALLIANCE (EIA) 

 
ANSI/TIA/EIA-568-B.2 (Jan 2003) Commercial Building 

Telecommunications Cabling Standard.  Part 2: 
Balanced Twisted-Pair Cabling Components 

 
ANSI/TIA/EIA-568-B.3 (Apr 2002) Optical Fiber Cabling Components 

Standard 
 
ANSI/TIA/EIA-606 (May 2002) Administration Standard for 

Commercial Telecommunications Infrastructure 
 
ANSI/TIA/EIA-607 (Oct 2002) Commercial Building Grounding and 

Bonding Requirements for Telecommunications 
 

INSULATED CABLE ENGINEERS ASSOCIATION (ICEA) 
 
ICEA S-80-576 (1994) Communications Wire and Cable for 

Wiring of Premises 
 
ICEA S-83-596 (1994) Fiber Optic Premises Distribution 

Cable 
 

NATIONAL FIRE PROTECTION ASSOCIATION (NFPA) 
 
NFPA 70 (1999) National Electrical Code 

 
  
 
1.2   SYSTEM DESCRIPTION 
 
The premises distribution system shall consist of inside-plant horizontal, 
riser, and backbone cables and connecting hardware to transport telephone 
and data (including LAN) signals between equipment items in a building. 

 
1.3   ENVIRONMENTAL REQUIREMENTS 
 
Connecting hardware shall be rated for operation under ambient conditions 
of0 to 60 degrees C and in the range of 0 to 95 percent relative humidity, 
noncondensing. 
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1.4   QUALIFICATIONS 
 
1.4.1   Minimum Contractor Qualifications 
 
All work under this section shall be performed by and all equipment shall be 
furnished and installed by a certified Telecommunications Contractor, 
hereafter referred to as the Contractor.  The Contractor shall have the 
following qualifications in Telecommunications Systems installation: 

 
a.  Contractor shall have a minimum of 3 years experience in the 

application, installation and testing of the specified systems and 
equipment. 

 
b.  All supervisors and installers assigned to the installation of this 

system or any of its components shall have factory certification 
from each equipment manufacturer that they are qualified to install 
and test the provided products.  

 
c.  All installers assigned to the installation of this system or any 

of its components shall have a minimum of 3 years experience in the 
installation of the specified copper and fiber optic cable and 
components. 

 
1.4.2   Minimum Manufacturer Qualifications 
 
The equipment and hardware provided under this contract will be from 
manufacturers that have a minimum of 3 years experience in producing the 
types of systems and equipment specified. 

 
1.5   SUBMITTALS 
 
Government approval is required for submittals with a "G" designation; 
submittals not having a "G" designation are for information only.  When 
used, a designation following the "G" designation identifies the office that 
will review the submittal for the Government.  The following shall be 
submitted in accordance with Section 01330 SUBMITTAL PROCEDURES: 

 
SD-02 Shop  Drawings 

 
Premises Distribution System; G, RE. 

 
  Detail drawings including a complete list of equipment and 
material.  Detail drawings shall contain complete wiring and 
schematic diagrams and other details required to demonstrate that 
the system has been coordinated and will function properly as a 
system.  Drawings shall include vertical riser diagrams, equipment 
rack details, elevation drawings of telecommunications closet 
walls, outlet face plate details for all outlet configurations, 
sizes and types of all cables, conduits, and cable trays.  Drawings 
shall show proposed layout and anchorage of equipment and 
appurtenances, and equipment relationship to other parts of the 
work including clearance for maintenance and operation. 

 
Record Drawings; G, RE. 
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  Record drawings for the installed wiring system infrastructure 
per ANSI/TIA/EIA-606.  The drawings shall show the location of all 
cable terminations and location and routing of all backbone and 
horizontal cables.  The identifier for each termination and cable 
shall appear on the drawings. 

 
SD-03 Product Data 

 
Record Keeping and Documentation; G, RE. 

 
  Documentation on cables and termination hardware in accordance 
with ANSI/TIA/EIA-606. 

 
Manufacturer's Recommendations; G, RE. 

 
  Where installation procedures, or any part thereof, are required 
to be in accordance with the recommendations of the manufacturer of 
the material being installed, printed copies of these 
recommendations, prior to installation shall be provided.  
Installation of the item will not be allowed to proceed until the 
recommendations are received and approved. 

 
Test Plan; G, RE. 

 
  Test plan defining the tests required to ensure that the system 
meets technical, operational and performance specifications, 60 
days prior to the proposed test date.  The test plan must be 
approved before the start of any testing.  The test plan shall 
identify the capabilities and functions to be tested, and include 
detailed instructions for the setup and execution of each test and 
procedures for evaluation and documentation of the results. 

 
Qualifications; G, RE. 

 
  The qualifications of the Manufacturer, Contractor, and the 
Installer to perform the work specified herein.  This shall include 
proof of the minimum qualifications specified herein. 

 
SD-06 Test Reports 

 
Test Reports; G, RE. 

 
  Test reports in booklet form with witness signatures verifying 
execution of tests.  Test results will also be provided on 89 mm 
diskettes in ASCII format.  Reports shall show the field tests 
performed to verify compliance with the specified performance 
criteria.  Test reports shall include record of the physical 
parameters verified during testing.  Test reports shall be 
submitted within 14 days after completion of testing. 

 
SD-07 Certificates 

 
Premises Distribution System; G, RE. 

 
  Written certification that the premises distribution system 
complies with the ANSI/TIA/EIA-568-B, ANSI/TIA/EIA-569-A, and 
ANSI/TIA/EIA-606 standards. 
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Materials and Equipment; G, RE. 

 
  Where materials or equipment are specified to conform, be 
constructed or tested to meet specific requirements, certification 
that the items provided conform to such requirements.  
Certification by a nationally recognized testing laboratory that a 
representative sample has been tested to meet the requirements, or 
a published catalog specification statement to the effect that the 
item meets the referenced standard, will be acceptable as evidence 
that the item conforms.  Compliance with these requirements does 
not relieve the Contractor from compliance with other requirements 
of the specifications. 

 
Installers; G, RE. 

 
  The Contractor shall submit certification that all the installers 
are factory certified to install and test the provided products. 

 
1.6   DELIVERY AND STORAGE 
 
Equipment delivered and placed in storage shall be stored with protection 
from the weather, humidity and temperature variation, dirt and dust or other 
contaminants. 

 
1.7   OPERATION AND MAINTENANCE MANUALS 
 
Commercial off the shelf manuals shall be furnished for operation, 
installation, configuration, and maintenance for all products provided as a 
part of the premises distribution system.  Specification sheets for all 
cable, connectors, and other equipment shall be provided. 

 
1.8   RECORD KEEPING AND DOCUMENTATION 
 
1.8.1   Cables 
 
A record of all installed cable shall be provided in hard copy format.  The 
cable records shall include only the required data fields per ANSI/TIA/EIA-
606. 

 
1.8.2   Termination Hardware 
 
A record of all installed patch panels and outlets shall be provided in hard 
copy format per ANSI/TIA/EIA-606.  The hardware records shall include only 
the required data fields per ANSI/TIA/EIA-606. 

 
PART 2   PRODUCTS 
 
2.1   MATERIALS AND EQUIPMENT 
 
Materials and equipment shall be the standard products of a manufacturer 
regularly engaged in the manufacture of the products and shall be the 
manufacturer's latest standard design that has been in satisfactory use for 
at least 1 year prior to installation.  Materials and equipment shall 
conform to the respective publications and other requirements specified 
below and to the applicable requirements of NFPA 70. 
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2.2   UNSHIELDED TWISTED PAIR CABLE SYSTEM 
 
2.2.1   Backbone Cable 
 
Backbone cable shall meet the requirements of ICEA S-80-576 and 
ANSI/TIA/EIA-568-B.2 for Category 6 100-ohm unshielded twisted pair cable.  
Cable shall be label-verified.  Cable jacket shall be factory marked at 
regular intervals indicating verifying organization and performance level.  
Conductors shall be solid untinned copper 24 AWG.  Cables shall be rated CMP 
per NFPA 70. 

 
2.2.2   Horizontal Cable 
 
Horizontal cable shall meet the requirements of ANSI/TIA/EIA-568-B.2-1 for 
Category 6.  Cable shall be label-verified.  Cable jacket shall be factory 
marked at regular intervals indicating verifying organization and 
performance level.  Cables shall be rated CMP per NFPA 70. 

 
2.2.3   Connecting Hardware 
 
Connecting and cross-connecting hardware shall be the same category as the 
cable it serves.  Hardware shall be in accordance with ANSI/TIA/EIA-568-B.2-
1. 

 
2.2.3.1   Telecommunications Outlets 
 
Wall and desk outlet plates shall come equipped as indicated.  Modular jacks 
shall be the same category as the cable they terminate and shall meet the 
requirements of ANSI/TIA/EIA-568-B.2.  Modular jack pin/pair configuration 
shall be T568A per ANSI/TIA/EIA-568-B.2.  Faceplates shall be provided and 
shall be ivory in color.  Mounting plates shall be provided for system 
furniture and shall match the system furniture in color.  Outlet assemblies 
used in the premises distribution system shall consist of modular jacks 
assembled into both simplex and duplex outlet assemblies in single or double 
gang covers.  The modular jacks shall conform to the requirements of 
ANSI/TIA/EIA-568-B, and shall be rated for use with Category 6 cable in 
accordance with ANSI/TIA/EIA-568-B and shall meet the Link Test parameters 
as listed in TIA/EIA TSB 67 and supplemented by ANSI/TIA/EIA-568-B. 

 
2.2.3.2   Patch Panels 
 
Patch panels shall consist of eight-position modular jacks, with rear 
mounted type 110 insulation displacement connectors, arranged in rows or 
columns on 480 mm (19 inch) rack mounted panels.  Jack pin/pair 
configuration shall be T568A per ANSI/TIA/EIA-568-B.2.  Panels shall be 
labeled with alphanumeric x-y coordinates.  The modular jacks shall conform 
to the requirements of ANSI/TIA/EIA-568-B.2, and shall be rated for use with 
Category 6 cable in accordance with ANSI/TIA/EIA-568-B.2 and shall meet the 
Link Test parameters as listed in ANSI/TIA/EIA-568-B. 

 
2.2.3.3   Patch Cords 
 
Patch cords shall be cable assemblies consisting of flexible, twisted pair 
stranded wire with eight-position plugs at each end.  Cable shall be label-
verified.  Cable jacket shall be factory marked at regular intervals 
indicating verifying organization and performance level.  Patch cords shall 
be wired straight through; pin numbers shall be identical at each end and 
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shall be paired to match T568A patch panel jack wiring per ANSI/TIA/EIA-568-
B.2.  Patch cords shall be factory assembled.  Patch cords shall conform to 
the requirements of ANSI/TIA/EIA-568-B.2-1 for Category 6. 

 
2.2.3.4   Terminal Blocks 
 
Terminal blocks shall be wall mounted wire termination units consisting of 
insulation displacement connectors mounted in plastic blocks, frames or 
housings.  Blocks shall be type 110 which meet the requirements of 
ANSI/TIA/EIA-568-B.2, and shall be rated for use with Category 6 cable in 
accordance with ANSI/TIA/EIA-568-B.2 and shall meet the Link Test parameters 
as listed in ANSI/TIA/EIA-568-B.  Blocks shall be mounted on standoffs and 
shall include cable management hardware.  Insulation displacement connectors 
shall terminate 22 or 24 gauge solid copper wire as a minimum, and shall be 
connected in pairs so that horizontal cable and connected jumper wires are 
on separate connected terminals. 

 
2.3   COAXIAL CABLE SYSTEM 
 
The coaxial cable shall be RG6 tri-shield drop cable, NEC coded CATV, as 
manufactured by COMMSCOPE or equal.  Coaxial cables terminating at the TV 
cabinets shall be labeled indicating each room number the cable serves.  
Cable shall be rated CMP per NFPA 70.  Provide type BNC connectors at each 
end of cable. 

 
2.4   NOT USED 
 
2.5   FIBER OPTIC CABLE SYSTEM 
 
2.5.1   Backbone Cable 
 
2.5.1.1   Multimode 
 
Multimode fiber optic backbone cable shall meet the requirements of EIA 
ANSI/TIA/EIA-568-B.3 and ICEA S-83-596 for 50/125 micrometer multimode 
graded index optical fiber cable.  Numerical aperture for each fiber shall 
be a minimum of 0.275.  Cable construction shall be tight buffered type.  
Individual fibers shall be color coded for identification.  Cable shall be 
imprinted with fiber count and aggregate length at regular intervals.  Cable 
shall be rated OFNP per NFPA 70. 

 
2.5.2   Horizontal Distribution Cable 
 
2.5.2.1   Multimode 
 
Multimode fiber optic horizontal cable shall meet the requirements of EIA 
ANSI/TIA/EIA-568-B.3 and ICEA S-83-596 for 50/125 micrometer multimode 
graded index optical fiber cable.  Numerical aperture for each fiber shall 
be a minimum of 0.275.  Cable construction shall be tight buffered type, two 
strands.  Individual fibers shall be color coded for identification.  Cable 
shall be imprinted with fiber count, fiber type, and aggregate length at 
regular intervals of 1.0 m. Cable shall be rated and marked OFNP per NFPA 
70. 

 
2.5.3   Connecting Hardware 
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2.5.3.1   Connectors 
 
Connectors shall be ST type with ceramic ferrule material with a maximum 
insertion loss of .5 dB.  Connectors shall meet performance requirements of 
EIA ANSI/TIA/EIA-568-B.  Connectors shall be field installable.  Connectors 
shall utilize adhesive for fiber attachment to ferrule. Connectors shall 
terminate fiber sizes as required for the service.  Station cable faceplates 
shall be provided and shall be ivory in color, impact resistant plastic, 
single gang or double gang, with double-sided female ST coupler.  Mounting 
plates shall be provided for system furniture and shall match the furniture 
system in color. 

 
2.5.3.2   Patch Panels 
 
Patch panels shall be a complete system of components by a single 
manufacturer, and shall provide termination, splice storage, routing, radius 
limiting, cable fastening, storage, and cross-connection.  Patch panels 
shall be  480 mm (19 inch) rack mounted or wall mounted panels.  Patch 
panels shall provide strain relief for cables.  Panels shall be provided 
with labeling space.  Patch panel connectors and couplers shall be the same 
type and configuration as used elsewhere in the system. 

 
2.5.3.3   Patch Cords 
 
Patch cords shall be cable assemblies consisting of flexible optical fiber 
cable with connectors of the same type as used elsewhere in the system.  
Optical fiber shall be the same type as used elsewhere in the system.  Patch 
cords shall be complete assemblies from manufacturer's standard product 
lines. 

 
2.6   EQUIPMENT RACKS 
 
2.6.1   Floor Mounted Open Frame 
 
Floor mounted equipment racks shall be aluminum relay racks with uprights to 
mount equipment 480 mm (19 inches) wide.  Uprights shall be 75 mm deep 
channel, 32 mm wide, drilled and tapped 12-24 in a 13 mm pattern.  Racks 
shall be provided with a standard top crossmember, and predrilled base plate 
to allow floor fastening.  Open frame equipment racks shall be 2.1 m in 
height and clear coated.  AC outlets shall be provided as shown. 

 
2.6.2   Wall Mounted Open Frame 
 
Wall mounted open frame equipment racks shall be aluminum relay racks to 
mount equipment 480 mm (19 inches) wide with standoff brackets for wall 
mounting.  Uprights shall be drilled and tapped 12-24 in a 13 mm pattern.  
Standoff brackets shall be of sufficient length for a 150 mm clearance 
between rack and wall.  Wall mounted open frame racks shall be hinged.  AC 
outlets shall be provided as shown. 

 
2.6.3   Cable Guides 
 
Cable guides shall be specifically manufactured for the purpose of routing 
cables, wires and patch cords horizontally and vertically on 480 mm (19 
inch) equipment racks.  Cable guides shall consist of ring or bracket-like 
devices mounted on rack panels for horizontal use or individually mounted 
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for vertical use.  Cable guides shall mount to racks by screws and/or nuts 
and lockwashers. 

 
2.7   EQUIPMENT MOUNTING BACKBOARD 
 
Plywood backboards shall be provided, sized as shown, painted with white or 
light colored paint. 

 
2.8   TELECOMMUNICATIONS OUTLET BOXES 
 
Electrical boxes for telecommunication outlets shall be 117 mm square by 53 
mm deep with minimum 9 mm deep single or two gang plaster ring as shown.  
Provide a minimum 25 mm conduit. 

 
2.9   BUILDING ENTRANCE TERMINAL (BET), COPPER 
 
The BET shall consist of a self-contained wall-mounted unit providing a 
housing for termination of entrance cable, protector modules and access for 
cross-connecting to horizontal wiring.  The BET shall be securely mounted to 
the communications backboard and connected to the facility ground with a #6 
AWG bare copper wire.  BET protection capacity shall equal the cable count 
of the entrance cable. 

 
Protection modules shall be of the three-electrode gas tube type.  
Protection modules shall be classified as heavy in the categories of impulse 
life, maximum surge impulse and 60 Hz current carrying capacity as specified 
in REA TE&CM 823. 

 
#4 2.10   NOT USED 

 
PART 3   EXECUTION 
 
3.1   INSTALLATION 
 
System components and appurtenances shall be installed in accordance with 
NFPA 70, manufacturer's instructions and as shown.  Necessary 
interconnections, services, and adjustments required for a complete and 
operable signal distribution system shall be provided.  Components shall be 
labeled in accordance with ANSI/TIA/EIA-606.  Penetrations in fire-rated 
construction shall be firestopped in accordance with Section 07840 
FIRESTOPPING.  Conduits, outlets and raceways shall be installed in 
accordance with Section 16415 ELECTRICAL WORK, INTERIOR.  Wiring shall be 
installed in accordance with ANSI/TIA/EIA-568-A and as specified in Section 
16415 ELECTRICAL WORK, INTERIOR.  Wiring, and terminal blocks and outlets 
shall be marked in accordance with ANSI/TIA/EIA-606.  Cables shall not be 
installed in the same cable tray, utility pole compartment, or floor trench 
compartment with ac power cables.  Cables not installed in conduit or 
wireways shall be properly secured and neat in appearance and, if installed 
in plenums or other spaces used for environmental air, shall comply with 
NFPA 70 requirements for this type of installation. 

 
3.1.1   Horizontal Distribution Cable 
 
The rated cable pulling tension shall not be exceeded.  Cable shall not be 
stressed such that twisting, stretching or kinking occurs.  Cable shall not 
be spliced.  Fiber optic cables shall be installed either in conduit or 
through type cable trays to prevent microbending losses.  Copper cable not 
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in a wireway shall be suspended a minimum of 200 mm above ceilings by cable 
supports no greater than 1.5 m apart.  Cable shall not be run through 
structural members or in contact with pipes, ducts, or other potentially 
damaging items.  Placement of cable parallel to power conductors shall be 
avoided, if possible; a minimum separation of 300 mm (12 inches) shall be 
maintained when such placement cannot be avoided.  Cables shall be 
terminated; no cable shall contain unterminated elements.  Minimum bending 
radius shall not be exceeded during installation or once installed.  Cable 
ties shall not be excessively tightened such that the transmission 
characteristics of the cable are altered.  In raised floor areas, cable 
shall be installed after the flooring system has been installed.  Cable 1.8 
meters long shall be neatly coiled not less than 300 mm in diameter below 
each feed point in raised floor areas. 

 
3.1.2   Riser and Backbone Cable 
 
Vertical cable support intervals shall be in accordance with manufacturer's 
recommendations.  Cable bend radius shall not be less than ten times the 
outside diameter of the cable during installation and once installed. 
Maximum tensile strength rating of the cable shall not be exceeded.  Cable 
shall not be spliced. 

 
3.1.3   Telecommunications Outlets 
 
3.1.3.1   Faceplates 
 
As a minimum each jack shall be labeled as to its function and a unique 
number to identify cable link. 

 
3.1.3.2   Cables 
 
Unshielded twisted pair and fiber optic cables shall have a minimum of 150 
mm of slack cable loosely coiled into the telecommunications outlet boxes.  
Minimum manufacturers bend radius for each type of cable shall not be 
exceeded. 

 
3.1.3.3   Pull Cords 
 
Pull cords shall be installed in all conduit serving telecommunications 
outlets which do not initially have fiber optic cable installed. 

 
3.1.4   Terminal Blocks 
 
Terminal blocks shall be mounted in orderly rows and columns.  Adequate 
vertical and horizontal wire routing areas shall be provided between groups 
of blocks.  Industry standard wire routing guides shall be utilized. 

 
3.1.5   Unshielded Twisted Pair Patch Panels 
 
Patch panels shall be mounted in equipment racks with sufficient modular 
jacks to accommodate the installed cable plant plus 10 percent spares. Cable 
guides shall be provided above, below and between each panel. 

 
3.1.6   Fiber Optic Patch Panels 
 
Patch panels shall be mounted in equipment racks with sufficient ports to 
accommodate the installed cable plant plus 10 percent spares.  A slack loop 
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of fiber shall be provided within each panel.  Loop shall be 900 mm in 
length.  The outer jacket of each cable entering a patch panel shall be 
secured to the panel to prevent movement of the fibers within the panel, 
using clamps or brackets specifically manufactured for that purpose. 

 
3.1.7   Equipment Racks 
 
Open frame equipment racks shall be bolted to the floor.  Cable guides shall 
be bolted or screwed to racks.  Racks shall be installed level.  Ganged 
racks shall be bolted together.  Ganged rack cabinets shall have adjacent 
side panels removed.  Wall mounted racks shall be secured to the mounting 
surface to prevent fully loaded racks from separating from the mounting 
surface. 

 
3.1.8   Rack Mounted Equipment 
 
Equipment to be rack mounted shall be securely fastened to racks by means of 
the manufacturer's recommended fasteners. 

 
3.2   TERMINATION 
 
Cables and conductors shall sweep into termination areas; cables and 
conductors shall not bend at right angles.  Manufacturer's minimum bending 
radius shall not be exceeded.  When there are multiple system type drops to 
individual workstations, relative position for each system shall be 
maintained on each system termination block or patch panel. 

 
3.2.1   Unshielded Twisted Pair Cable 
 
Each pair shall be terminated on appropriate outlets, terminal blocks or 
patch panels.  No cable shall be unterminated or contain unterminated 
elements.  Pairs shall remain twisted together to within the proper distance 
from the termination as specified in ANSI/TIA/EIA-568-B.2-1.  Conductors 
shall not be damaged when removing insulation.  Wire insulation shall not be 
damaged when removing outer jacket. 

 
3.2.2   Coaxial Cable 
 
Home run type station cables shall be terminated at each CATV box with the 
specified connector and shall not be terminated at the TV cabinets in the 
communications rooms.  Two (2) meters of slack shall be coiled adjacent to 
the cabinets in the communication rooms for termination by others.  One 
hundred and fifty (150 mm) of slack shall be left in the cable tray before 
the transition to the conduit to the CATV outlet box.  The vertical cable 
shall have two (2) meters of slack coiled in the communication rooms for 
termination by others. 

 
3.2.3   NOT USED 
 
3.2.4   Fiber Optic Cable 
 
Each fiber shall have connectors installed.  The pull strength between the 
connector and the attached fiber shall be not less than 11.3 kg.  The mated 
pair loss, without rotational optimization, shall not exceed 1.0 dB.  Fiber 
optic connectors shall be installed per ANSI/TIA/EIA-568-B.3. 
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3.3   GROUNDING 
 
Signal distribution system ground shall be installed in the 
telecommunications entrance facility and in each telecommunications closet 
in accordance with ANSI/TIA/EIA-607 and Section 16415 ELECTRICAL WORK, 
INTERIOR.  Equipment racks shall be connected to the electrical safety 
ground. 

 
3.4   ADDITIONAL MATERIALS 
 
The Contractor shall provide the following additional materials required for 
facility startup. 

 
a.  10 of each type outlet. 

 
b.  10 of each type cover plate. 

 
c.  1 of each type terminal block for each telecommunications closet. 

 
d.  4 Patch cords of 3 m for each telecommunications closet. 

 
e.  1 Set of any and all special tools required to establish a cross 

connect and to change and/or maintain a terminal block. 
 
3.5   ADMINISTRATION AND LABELING 
 
3.5.1   Labeling 
 
3.5.1.1   Labels 
 
All labels shall be in accordance with ANSI/TIA/EIA-606. 

 
3.5.1.2   Cable 
 
All cables will be labeled using color labels on both ends with encoded 
identifiers per ANSI/TIA/EIA-606. 

 
3.5.1.3   Termination Hardware 
 
All workstation outlets and patch panel connections will be labeled using 
color coded labels with encoded identifiers per ANSI/TIA/EIA-606. 

 
3.6   TESTING 
 
Materials and documentation to be furnished under this specification are 
subject to inspections and tests.  All components shall be terminated prior 
to testing.  Equipment and systems will not be accepted until the required 
inspections and tests have been made, demonstrating that the signal 
distribution system conforms to the specified requirements, and that the 
required equipment, systems, and documentation have been provided. 

 
3.6.1   Unshielded Twisted Pair Tests 
 
All metallic cable pairs shall be tested for proper identification and 
continuity.  All opens, shorts, crosses, grounds, and reversals shall be 
corrected.  Correct color coding and termination of each pair shall be 
verified in the communications closet and at the outlet.  Horizontal wiring 
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shall be tested from and including the termination device in the 
communications closet to and including the modular jack in each room. 
Backbone wiring shall be tested end-to-end, including termination devices, 
from terminal block to terminal block, in the respective communications 
closets.  These test shall be completed and all errors corrected before any 
other tests are started. 

 
3.6.2   Category 6 Circuits 
 
All category 6 circuits shall be tested using a test set that meets the 
accuracy requirements of ANSI/TIA/EIA-568-B.2-1.  Testing shall use the 
Basic Link Test procedure of ANSI/TIA/EIA-568-B.2.  Cables and connecting 
hardware which contain failed circuits shall be replaced and retested to 
verify the standard is met. 

 
3.6.3   Coaxial Cable 
 
Cable shall be tested for continuity, shorts, and opens.  Characteristic 
impedance shall be verified over the range of intended operation.  Cable 
length shall be verified.  Cable shall be sweep tested for attenuation over 
the range of intended operation. 

 
3.6.4   NOT USED 
 
3.6.5   Fiber Optic Cable 
 
Unless stated otherwise, tests shall be performed from both ends of each 
circuit.  Connectors shall be visually inspected for scratches, pits or 
chips and shall be determined if any of these conditions exist.  Each 
circuit leg and complete circuit shall be tested for insertion loss at 850 
and 1300 mm using a light source similar to that used for the intended 
communications equipment.  High-resolution optical time domain reflectometer 
(OTDR) tests shall be performed from one end of each fiber.  Scale of the 
OTDR trace shall be such that the entire circuit appears over a minimum of 
80 percent of the X-axis. 

 
    -- End of Section -- 
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